NOTES:

1. Refer to spiral preparation guidelines for proper surface treatment of all substrates prior to application of Terapro materials.

2. The drain assembly shall be installed according to the drain manufacturer specifications and recommendations.

3. Requirements and recommendations detailed in Terapro VTS installation specifications shall apply in addition to the above drawing.

TERAPRO VTS UNREINFORCED

TYPICAL DRAIN CONDITION

(Fully adhere)
FIELD MEMBRANE
TERAPRO VTS
TERAPRO FLASHING MEMBRANE

(Fully adhere to prepared surfaces)

Prep Primer
TERAPRO VTS RESIN/ATTACH MIXTURE
TERAPRO VTS SYSTEM (Uncoated)

Application Finish
VTS Primer
Prep Primer